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Section 1/ - About this document

The purpose of this document isto provide the user with a reference to information about
what tasks the Cabak Monitor Program can perform, where to go to access the data and
how to use the data.

Throughout this document, there are many notes and warnings. These are depicted by the

following icons:

Notes:

Warnings: A

Note: There are many features that have been protected via password. Refer to the
Access Control Section for further information.

Section 2/ - Disclaimer

This Cabak Monitor Program solution is intended to offer the client an economical
alternative, in applications such as power monitoring, energy usage and sub-billing. The
dataisindicative of usage and the generation of reportsis based on a charge rate set by
the client. This Program only records the After Hours Usage based on time, or the After
Hours “on” and “off” events to establish tenant usage.

The Cabak Monitor Program is designed to perform many client designed functions,
some of which can be billing tenants based on time or percentage of usage. Thisdatais
received from other equipment and sources. The level of accuracy of the Cabak Monitor
Program depends on the level of accuracy of the peripheral equipment.

The data collected is not intended to be used as evidence against Energy providers to
validate their chargesto you.

Email and Text messaging relies on service providers and is therefore not
guaranteed to be sent instantly. Some delays may occur. Do not usein
applications where it isimperative that alerts or warnings are sent instantly.



Section 3/ - Installing the Program

1. To commence the Installation, double click on the CabakM onitorSetup I con.

_abakMonitorsetup.1.4,1.0

2. Once entered into the setup, the program will create a default installation
destination folder of C:\Program Filess\CABAK Monitor. This may be changed by
clicking on browse and then selecting an aternate directory.

2. CABAK Monitor Setup: Select Installation Folder

Choose Install Location
Choose the folder in which to install CABAK Monitar,

:\Program Files\CABAK Monitor

Install Cancel
S——— |

Figure 3-1: Installation Part 1 - Installation Folder

The Cabak Monitor Program requires 84.8MB of memory on the hard drive of the
installation computer. After a suitable directory has been chosen, click Install to
commence installation of the Cabak Monitor Framework and SQL Server Settings.

A Note: The Installation computer must be logged in as admin with full admin and
installation rights.



3. The program will then extract and install the Cabak Monitor Framework and SQL
Server Settings.

" CABAK Monitor Setup: Copying Files

Cancel

Figure 3-2: Installation Part 2 - File Extraction

The progress of the extraction is followed by the bar at the top of the window.

Execute: "C:\Program Files! CABAK Monitor Install_205627

The Installation can be cancelled at any time by pressing STOP.



4. During the extraction of the Cabak Monitor Framework and SQL Server Settings
files, the following Welcome screen will appear, requesting the closure of al
other applications before commencing the installation of the actual Cabak

Monitor Software.

(cabak Welcome

Thiz program will setup and configure Cabak Maonitar 1.4.1.0 on your computer.
It iz recommended that you close all other applications before continuing.

Click Neust to continue, or Cancel to exist Setup,

Memt » ] ’ Cancel

Figure 3-3: Installation Part 3 - Welcome

After ensuring all programs are closed, click Next to continue with the installation, or
click Cancel to exit Setup.



5. If the setup detects any previous instances of the Cabak Monitor or launcher
programs running simultaneously, it will request their termination before
continuing.

(T Cabak Monitor Setup - Running Instances EJ|§|E|

(c_gbak Running Instances

Mo instances of the Cabak Monitar or Launcher applications may be running during the install. Please terminate all instances

before continuing.

tame Mumber of Instances

Cabak Froceszes 1 ‘

Launcher Instances

Launcher Processes 0 ‘

Fiunning processes found)

Stc-ch-w] [ Fietry ]

Figure 3-4: Installation 4 - Termination of Running Processes

These running processes can be stopped automatically by pressing STOP NOW, or they
can be terminated manually and clicking Retry before continuing by clicking Next.



6. To advance with the setup, the terms and conditions of the Cabak Agreement
must be read and agreed with.

(T Cabak Monitor Setup - Agreement

(c_gbak Agreement

Cabak herehy gives wou a non-exclusive license to use the software Cabak -
Monitor (the Software).

You may:

— use the Software on any one (1) PC as desired

— copy the Software for archiwval purposes, provided any copy contains all
of the original 3oftware's proprietary notices.

You may not:

- modify, translate, reverse engineer, decowmpile, disassewmble (exXcept to
the extent applicable laws specifically prohibit such restrietion),

- create derivative works based on the Zoftware:

— copy the Software (except as specified abhowve) ;

- rent, lease, transfer or otherwise transfer rights to the Software;

- remowve any proprietary hotices or labels on the Software.

TERMINATICH.

| agree to the terms of this agresment

[ < Back l[ Mext » ] [ Cance

Figure 3-5: Installation Part 5 - Termsand Conditions

If you agree with the terms of this agreement, tick the box before clicking Next. The
Cabak Monitor Setup will then continue installing the application.



7. After this, the Setup will perform database checks. Once finished, you will be
required to select the desired database option for the application. If it isan initial
install, choose the ‘Create a new database’ option (Recommended Action). Only

if you are updating an older site or reinstalling the program should you choose the
alternative installation methods.

{7 Cabak Monitor Setup - Database E|§|@

(caiak Database

Pleasze select the desired databaze option for the application. If unsure then continue with the recommended setting.

(%) Create a new empty datshaze  (Fecommended]
() Custom [Create a custom connection sting]

() Skip [Advanced Users Only - the application will not function after setup finishes)

I < Back H Mext > ] [ Cancel

Figure 3-6: Installation Part 6 - Database Option Selection

Y ou can also choose to create a custom connection string or skip this setting completely.

A Note: Thisis for installations that are not initial installs, ie. for upgrades

If you have selected the recommended installation of SQL Server Express 2005, it can
take up to 30 minutes depending on your computer.

10



SOL Server Express 2005

Ll
\:!1) Flease be patient, Instaling QL Server Express 2005 can kake up to 30 minutes depending on wour compuket,

Click OK to continue extraction and installation.

11



Section 4/ - Entering the Program

After a successful Install, upon opening the program, the following window will appear:

Fie  Help

(cabak User Logi
u Users Usename: l:l The installation password is
6 O — e
— Password: password
Reports Note:
Usemname and password are case
sengitive

@ Register the Application

You hawve 28 days left betare the evaluation period expires

Figure4-1: User Login Page

In order to gain access to the program for initial Admin Setup, you must enter the User
name “Admin” and a subsequent Password of “password”.

A Note: The User name and Password are case sensitive

Note: The very first time after the initial setup the user can configure their own
A user name and passwords for admin and each subsequent user.
Refer to the User Management Section

A Warning: remember your User name and Passwords

12



The Cabak Monitor Program comes with a 30 day evaluation period. Before the end of
these 30 days, the program must be registered. Simply click on the registration button to

commence registration.
@ Register the Application

You have 28 davs left before the evaluation period expires

Clicking on the registration button will bring up the following window:

® Enter Unlock Key

Pleaze enter wour registraion key to unlock the application.

Installation 1D

7TCwWPHBUGGDBOTSE|

Reqistration kKey

[ ak H Cancel ]

Thiswindow contains the Installation 1D for the copy of Cabak Monitor Software. Each
Software Program has its own unique Installation ID.

In order to register, the Registration Key must be entered in the required spaces. To
access the individual Registration Key, the Installation ID must be emailed to
mike@cabak.com.au, who will then send the Program Specific Registration Key to the
return email address.
Warning: If the copy of Cabak Monitor Software is not registered within the
required 30 days, the Program will cease functioning.

Registering the Software will remove the Registration Button from the User Login page.

13



Section 5/ - Setting Up the Environment

The program requiresinitial set up. Thiswill include defining the points, clients and
alarm types. Typicaly thiswill be done with commissioning and not require changing
after theinitial setup. Items such as users, charge rates and alarm contacts are typically
itemsthat are regularly altered and dealt with in future sections.

A Note the user must be logged in as the administrator to perform this function.

(= Cabak Monitor - User: Admin g@gl
Ele  Help
F o\
(cabak Setup
Q Users 1 [ Start Minimised 2 Global Charge Rate: 0
3 Enable Crash Prevention (application automatically restarts after a shutdawn]
O Reports 4 SMTP Server | mail optushet com.au
5 User Mame: michaelisargent Passwor 4 [essssece 6
@ Monitor 7 From Email: Siteblah@alarm.com
8 Site Mame: Test Site Blah
Address -
9 Site Address Right Here Right Now
10 Site Contact | Mike Emai: | Mike@cabak.com.au 11
Points 12 Report Contact; |Mike Emal: | Mike®@cabak.com.au 13
Alarms
@ Events
Q Setup

Figure5-1: Setup Page

1. Start Minimised: By default, the program will start in a maximized state (box
unticked). To start the program minimized, tick the box.

2. Global Charge Rate: If the program is being used to produce bills and all the input
types are the same, e.g. all hours, this gives asingle point to apply a charge rate to
the entire project. For more complex installations, e.g. where hot water flow and
cold water flow is measured, a separate charge rate per point can be applied. Refer
to Point Setup Section. Alternatively, each client can have a different charge rate.
Refer to Address Section.

point charge rate is nominated it will revert to the client charge rate, and if no client

2 Note: Thereisa chargerate hierarchy. Firstly, the point charge rate is used. If no
chargerate is nominated, it will revert to the global charge rate.
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3. Enable Crash Protection: Should the Cabak Monitor Application stop for any
reason, the Cabak Launcher will continue to attempt to relaunch the program if
this box is ticked.

A Note: The Cabak Monitor Application will install a shortcut in the start up folder of
your computer. Thisisto ensure each time you start the computer the program runs.
Note thereis a delay to this start up to allow other services to run before the Cabak

Monitor request values.

In some cases you may install this program on a computer for set up and testing the
user may not want the auto start feature enabled.

To manually disable this feature, will be disabled if you go to the pull down menu
FILE — EXIT or go to the systemtray and right click then select shut down the
application.

Currently thereis no option to turn this feature off during installation.

4. SMTP Server: If you wish to send reports or alarms via email, then you will be
required to have a permanent internet connection and enter your full SMTP Server
address, user name and password, and afrom email address. E.g. the site name
can be used.

Note: automatic reports are sent to the site contact email address on the 1% of each
month

5. User Name: The user name for the SM TP server to be used.
6. Password: The password for the SMTP server to be used.
7. From Email: Thisisan alias from email address

Note: Within the body of the email, it is suggested that the comment “do not reply to
thismessage” is included.

8. Site Name: The name of the site to be monitored

9. Site Address: The address of the site to be monitored

10. Site Contact: The contact name on site

11. Site Contact Email: The email of the site contact

12. Report Contact: The contact name for the report

13. Report Contact Email: The email of the report contact

14. Test Email: Clicking on this button will send an email to the stated site and report
contact email addresses, to test the connection.
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